
Lentate sul SevesoPROVINCIA DI MILANO

DETERMINAZIONE DEI PARAMETRI CHIMICO-FISICI 

3

Data T °C pH
(mcS/cm)

Res. fisso NH4 NO2 NO3 Alc. Oss. K DT Cl SO4

Amiacque Via Colombo Tipo Pa Prof. m 114

Cond.
(mg/l) (mg/l) (mg/l) (mg/l) (ml HCl

0.1 N/l)
(mg/l) (°F) (mg/l) (mg/l)

PO4
(mg/l)

Ca
(mg/l)

Mg
(mg/l)

Na
(mg/l)

K
(mg/l)

Fe
(mg/l)

Mn
(mg/l)

Cr 6+
(mcg/l)

Cr tot.
(mcg/l)

F
(mg/l)

Cd
(mcg/l)

Pb
(mcg/l)

Note

11/01/1996 13 7.5 433 310 a a 43.1 0.36 21.5 20.2 27.1 0.083 67.8 11.1 a a a

10/10/1996 7.6 454 325 a a 41.6 0.36 22.5 23.4 34.8 0.1 70.5 11.8 a a a

13/02/1997 13 7.6 480 344 a a 40.2 0.32 24 20.6 28.2 0.14 76.4 11.9 <0.01 <0.01 a

24/07/1997 7.6 480 322 a a 40.3 0.32 22.4 16.8 0.21 71.6 11 0.01 <0.01 a

22/01/1998 7.4 487 349 a a 43.3 0.32 25.8 20.8 33.9 0.06 86.2 10.4 0.02 0.02 a

11/06/1998 7.5 445 319 a a 39.7 0.32 23.6 21.4 29.3 0.09 77.6 10.2 0.06 0.01 a

19/11/1998 7.5 382 273 a a 37 0.36 19.5 12.1 14 0.02 61.3 10.1 0.02 < 0.01 a

04/02/1999 7.3 430 308 < 0.05 < 0.01 41.1 0.32 20.6 16.9 29.8 0.08 65.5 10.3 0.08 0.01 < 2

15/07/1999 7.6 673 482 < 0.25 < 0.01 39 < 1 22 21 30 < 0.8 72 10 < 0.01 < 0.01 < 10 < 0.5 < 5

13/01/2000 7.5 474 339 < 0.25 < 0.01 40 < 1 24 25 33 < 0.8 76 11 < 0.01 < 0.01 < 10 < 0.5 < 5

06/07/2000 8.1 418 299 < 0.25 < 0.01 42 < 1 19 20 30 < 0.8 63 9 < 0.01 < 0.01 < 10 < 0.5 < 5

07/09/2000 7.6 438 314 < 0.25 < 0.01 < 8 < 1 20 21 32 < 0.8 65 9 < 0.01 < 0.01 < 10 < 0.5 < 5 As < 1 mcg/l

18/01/2001 7.4 485 347 < 0.25 < 0.01 39 < 1 23 31 36 < 0.8 74 11 < 0.01 < 0.01 < 10 < 0.5 < 5 As < 1 mcg/l

14/02/2002 7.6 476 341 < 0.25 < 0.01 50 < 1 23 20 32 < 0.8 75 11 < 0.01 < 0.01 < 10 < 0.5 < 5 As 1.4 mcg/l

24/07/2003 7.5 482 345 < 0.25 < 0.01 38 < 1 24 18 27 < 0.8 79 11 0.018 < 0.01 < 10 < 0.5 < 5 As < 1 mcg/l

17/06/2004 7.5 520 372 < 0.25 < 0.01 47 < 1 26 26 37 84 13 < 0.01 < 0.01 < 3 < 10 < 0.2 < 0.5 < 5 TOC 6 mg/l - As < 1 mcg/l

17/06/2004 7.67 484 349 < 0.1 < 0.025 43 25 23 35 < 0.5 81 12 3 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 16 mg/l - Zn 42, 
As < 10 mcg/l

20/04/2005 7.3 528 378 < 0.25 < 0.01 41 < 1 25 26 36 81 12 < 0.01 < 0.01 < 3 < 0.5 < 5 As < 1 mcg/l

16/06/2005 7.69 483 348 < 0.1 < 0.025 42 25 26 36 < 0.5 81 12 10 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 17 mg/l - Zn 51, 
As < 10 mcg/l

07/07/2006 7.79 542 392 < 0.1 < 0.025 43 26 35 42 < 0.5 82 14 13 2 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 18 mg/l - Zn 93, 
As < 10 mcg/l

07/11/2007 7.6 539 390 < 0.1 < 0.03 42 27 37 42 < 0.5 87 13 20 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 10 mg/l - Zn 38, 
As < 10 mcg/l

22/05/2008 7.7 525 380 < 0.1 44 27 31 42 < 0.5 89 12 20 2 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 9 mg/l - Zn 98, 
As < 10 mcg/l

13/05/2009 7.7 513 371 < 0.1 < 0.03 46 27 25 37 < 0.5 89 12 16 2 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 13 mg/l - Zn 31, 
As < 10 mcg/l
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