
Lentate sul SevesoPROVINCIA DI MILANO

DETERMINAZIONE DEI PARAMETRI CHIMICO-FISICI 

4

Data T °C pH
(mcS/cm)

Res. fisso NH4 NO2 NO3 Alc. Oss. K DT Cl SO4

Amiacque Via 5 Giornate - Copreno Tipo Pa Prof. m 205

Cond.
(mg/l) (mg/l) (mg/l) (mg/l) (ml HCl

0.1 N/l)
(mg/l) (°F) (mg/l) (mg/l)

PO4
(mg/l)

Ca
(mg/l)

Mg
(mg/l)

Na
(mg/l)

K
(mg/l)

Fe
(mg/l)

Mn
(mg/l)

Cr 6+
(mcg/l)

Cr tot.
(mcg/l)

F
(mg/l)

Cd
(mcg/l)

Pb
(mcg/l)

Note

09/10/2003 7.9 294 226 < 0.25 < 0.01 11 < 1 18 6 11 < 0.8 49 15 < 10 1 < 0.01 < 0.01 < 3 < 10 < 0.02 < 0.5 < 5 As < 1, Zn 46, Ba 14, Bo 16 mcg/l

14/01/2004 7.75 296 228 < 0.1 < 0.025 12 18 6 12 < 0.5 52 13 1 < 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 14 mg/l - Zn 55, 
As 10 mcg/l

16/06/2005 7.8 350 257 < 0.1 < 0.025 21 21 12 17 < 0.5 61 14 3 < 1 < 0.02 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 15 mg/l - As 10 
mcg/l

07/07/2006 7.88 353 258 < 0.1 < 0.025 18 20 10 18 < 0.5 56 15 7 < 1 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 16 mg/l - Zn 66, 
As 10 mcg/l

18/05/2007 7.8 347 256 < 0.1 < 0.03 16 21 10 15 < 0.5 59 15 6 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 14 mg/l - As 10 
mcg/l

22/05/2008 7.8 354 258 < 0.1 < 0.03 19 21 11 18 < 0.5 62 14 5 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 9 mg/l - Zn 42, 
As 10 mcg/l

13/05/2009 7.8 395 285 < 0.1 < 0.03 22 23 13 21 < 0.5 68 14 5 1 < 0.02 < 0.001 < 5 < 0.5 < 1 < 20 Lab. Amiacque - SiO2 12 mg/l - Zn 90, 
As 10 mcg/l
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